
UF Membrane

2” Flush Line –
5-Gallons per Flush –
To Drain

3” Flush Line –
15-Gallons per 
membrane – to 
Drain

Turbo-Disc

Optional - Outdoor Tank 
– Pressure Switch to fill 
tank

Tank Provided by other 

~1000 Gallon Tank –
ON / Off Level Switch to 
Turbo-Disc 
Tank Provided by other 

Backflush water source to UF 
Membrane – 3” Line going to 
backflush Pump on Skid  

RO High Pressure Skid

50-GPM 
Constant 
Pressure 

Pump
RO #1:

RO Water to Process Tanks  
- we will need a signal off 
the tanks to turn the RO 

System ON/OFF

Reject to Drain

~1000 Gallon Tank –
ON / Off Level Switch to 
Turbo-Disc 
Tank Provided by other 

Condensate Line going 
into the feed tank to 
the UF Membrane

Well Pump: 55-GPM @ 25-PSI Per Line
Pump Not provided – Pump ON & Off by other 

Single Pod Automatic Turbo-
Disc Skid:

AA-ATD3(1)x3-130M-P130-A   
460V/3/60 

Design flow 50 to 130-GPM                         

Ultra-Pure UF Membrane 
Low Pressure Skid 

ML- 06 
230VSingle Phase

Design Flow 36 to 60-
GPM

RO Skid System
ML-PSVROF-D-48-3p 

460V/3/60 
Design flow 40,000-GPD

High Level – Shut Off

Low Level – Turn On 

High Level – Shut Off

Low Level – Turn On 

Duplex Design –
Cartridge Filter 

Design Flow ~10 to 
20-GPM

460V/3/60

Pressure 
Pump 
Skid

ML- VVF-5-
140

460V/3/60
Flow Range 

50 to 120



UF Membrane

2” Flush Line –
5-Gallons per Flush –
To Drain

3” Flush Line –
15-Gallons per 
membrane – to 
Drain

Turbo-Disc

Optional - Outdoor Tank 
– Pressure Switch to fill 
tank

Provided by other 

~2000 Gallon Tank –
ON / Off Level Switch 
to Turbo-Disc 
Tank provided by 
other

~2000 Gallon Tank –
ON / Off Level Switch 
to UF Membrane 
Tank provided by 
other

Backflush water source to UF 
Membrane – 3” Line going to 
backflush Pump on Skid  

RO High Pressure Skid

100-GPM 
Constant 
Pressure 

Pump
RO #1

RO Water to Process Tanks  
- we will need to a signal 

off the tanks to turn the RO 
System ON/OFF

Reject to Drain

Reject to Drain

RO High Pressure Skid

RO #2
RO Water to Process Tanks  

- we will need to a signal 
off the tanks to turn the RO 

System ON/OFF

Condensate Line going 
into the feed tank to 
the UF Membrane

Well Pump: 110-GPM @ 25-PSI – Single Line
Pump Not provided – Pump ON & Off by other 

Single Pod Automatic Turbo-
Disc Skid:

AA-ATD3(1)x3-130-P130-A   
460V/3/60 

Design flow 50 to 130-GPM     

Ultra-Pure UF Membrane 
Low Pressure Skid 

ML- 10 
230VSingle Phase

Design Flow 70 to 100-
GPM

RO Skid System
ML-PSVROF-D-48-3p 

460V/3/60 
Design flow 40,000-GPD

RO Skid System
ML-PSVROF-D-48-3p 

460V/3/60 
Design flow 40,000-GPD

High Level – Shut Off

Low Level – Turn On 

High Level – Shut Off

Low Level – Turn On 

Duplex Design – Cartridge 
Filter 

Design Flow ~10 to 20-GPM
460V/3/60

Pressure 
Pump 
Skid

ML- VVF-5-
140

460V/3/60
Flow Range 

50 to 120


